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NEXT ASS‘Y: FINAL ASS‘Y:
1. CONNECT ALL CIRCUITS TO PANEL 2SR1A UNLESS NOTED
OTHERWISE.
SEE DRAWING E8.10.42 FOR ELECTRICAL ROOM ENLARGED FLOOR PLAN.
NOO2 | 400 AMP, 480 VOLT, 3 PH, 4 WIRE FEEDER BUS DUCT. (TYP.)
NOO3| 400 AMP, 480 VOLT, 3 PH, 4 WIRE PLUG IN BUS. (TYP)
NOO4 |  NOT USED.
NOO5 |  FURNISH AND INSTALL SURFACE MOUNTED POWER AND
DATA WIREMOLD AT 6” ABOVE THE COUNTER. PROVIDE
ONE 120V RECEPTACLE AT 5' 0.C., AND ONE 208V SINGLE
PHASE RECEPTACLE 20° 0.C. IN DRY LABS, 10’ O.C. IN WET LABS.
REFER TO COMMUNICATION PLANS FOR REQUIRED PHONE AND DATA OUTLETS.
CONNECT ALL WIREMOLD RECEPTACLES TO PANEL BOARD
WITHIN LAB AREA UN.O. REFER TO PANEL SCHEDULE ON DRAWING E9.21.58
(TYP. ALL). -
NOG7 ]  MOUNT J-BOX IN THE CEILING SPACE UNDERNEATH THE
ABOVE FLOOR SLAB. LEAVE CIRCUITS COILED UP FOR
FUTURE USE. (TYP.)
NOOB |  CONNECT ALL RECEPTACLE CIRCUITS IN THIS AREA TO PANEL
2SR3A.
CONNECT FUME HOOD EXHAUST TO PANEL WITHIN WET LAB
AREA U.N.O. REFER TO PANEL SCHEDULE ON DRAWING E9.21.59 (TYP. ALL)
CONNECT CIRCUITS FOR FAN POWERED HOT WATER TERMINAL
UNITS FPB-CL-229,230 AND 231 TO PANEL 2R3A.
NO11]  CONNECT CIRCUITS FOR FAN POWERED HOT WATER TERMINAL
UNITS FPB—CL-224,225,226 AND 228, TO PANEL 2R1A.
NO12]  CONNECT ALL RECEPTACLES CIRCUITS IN THIS AREA TO PANEL
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2SR1A UNLESS NOTED OTHERWISE.
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